
Parameter Units Davis WTP Ullrich WTP Handcox WTP
pH SU Avg

Max
Min

Avg
Max
Min

Avg
Max
Min

9.7 9.8 9.7
9.9 9.9 9.8
9.7 9.6 9.7

Total Alkalinity mg/L as CaCO3 Avg
Max
Min

Avg
Max
Min

Avg
Max
Min

50 54 53
53 61 57
46 49 50

Total Hardness mg/L as CaCO3 Avg
Max
Min

Avg
Max
Min

Avg
Max
Min

69 73 68
72 82 72
65 70 66

Total Solids mg/L Avg
Max
Min

Avg
Max
Min

Avg
Max
Min

142 137 150
166 148 162
124 120 134

Total Chloramines mg/L Avg
Max
Min

Avg
Max
Min

Avg
Max
Min

2.98 2.80 2.96
3.15 2.95 3.15
2.85 2.70 2.80

Total Organic Carbon mg/L Avg
Max
Min

Avg
Max
Min

Avg
Max
Min

3.07 3.04 2.89
3.23 3.16 2.94
2.89 2.98 2.80

Conductivity umhos/cm Avg
Max
Min

Avg
Max
Min

Avg
Max
Min

260 259 298
261 259 298
259 259 298

Total Trihalomethanes ug/L Avg
Max
Min

Avg
Max
Min

Avg
Max
Min

56.2 42.5 45.0
59.6 42.5 45.0
52.7 42.5 45.0

NTUTurbidity Avg .05 Avg .03 Avg .06

Max .09 Max .05 Max .11

Min .04 Min .02 Min .03
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